POND 1A POND 1B 95° RO1

95° R02 95° R0O3 95° R04 CAV C02 CAV C03
SHUTDWN SHUTDWN SHUTDWN SHUTDWN SHUTDWN SHUTDWN SHUTDWN  SHUTDWN
95% RF 950 RF TANK  95°RF TANK 950 RF TANK CAVITY CAVITY CAVITY CAVITY
COND. HIGH LOW DRY COND. TANK HIGH TANKLOW TANK DRY
POND VAULT MCC AIR INHIBIT POND 1A POND 1B POND POND 1B
HIGH FAULT PRESSURE TIMER ON OVRTMP OVRTMP  PRESSURE  HI SPEED
POND 1A POND 1B 95° RO1 95° R02 95° R0O3 95° R04 CAV C02 CAV C03
SHUTDWN SHUTDWN SHUTDWN SHUTDWN SHUTDWN SHUTDWN SHUTDWN SHUTDWN
95° RF 95°RF TANK ~ 95°RF TANK  95° RF TANK CAVITY CAVITY CAVITY CAVITY
COND. HIGH LOW DRY COND. TANK HIGH TANKLOW TANK DRY
POND VAULT MCC AIR INHIBIT POND 1A POND 1B POND POND 1B
HIGH FAULT PRESSURE TIMER ON OVRTMP OVRTMP  PRESSURE HISPEED




